: SHEET | TOTAL
STA 376+01 STATE PROJECT NUMBER NO. | SHEETS
EXISTING: j -
ELECTRICAL COMMUNICATION BOX, TYPE 5 CA . NHS-0002-00(754) 571146
(INSTALLED UNDER PROJECT CM-285-1(379)CTD
REVI AND REDRAWN: 1-07-05
INSTALL: EVISED
F/O SPLICE FUSION (20 EA)
REM GUARDRAIL ANCH. ALL TYPES (1EA) F/0 CLOSURE, UNDERGROUND, 24 FIBER (1EA)
INSTALL:
CONDUIT, NONMETAL, TP 3, 2 IN (85 LF)
NSTALL: 0SP F/O CABLE, DROP, SINGLE MODE, 24 FIBER (65 LF)
CONDUIT DUCT BANK, TYPE 2
OSP £/0 CABLE, LOOSE TUBE, SINGLE MODE, 144 FIBER (NAVOS5-0164)
OSP F/0 CABLE. LOOSE TUBE. SINGLE MODE, 144 FIBER (NAV05-0167)
THE CONTRACTOR SHALL USE THE TRENCHING METHOD ONLY WHEN STA. 376+50
INSTALLING THIS SEGMENT OF DUCT BANK. l(f\gh%z:s NIC273
CCTV SYSTEM, TYPE B (1EA)
VIDEO ENCODER, TYPE A (1 EA)
VIDEOQ CAMERA SENSOR ASSEMBLY (1 EA)
VDS SYSTEM PROCESSOR, TYPE A (1EA)
FIELD SWITCH, TYPE B (1EA)
F/O CLOSURE, FDC (RACK MOUNTED), 24 FIBER (1EA)
TYPE D CABINET (1EA) (POLE MOUNTED)
INSTALL: STRAIN POLE, TP IV (1EA)
GUARDRAIL, T® W (75 LF) REFER TO THE TEST SITE ASSEMBLY AND TYPICAL
CUARDRAIL ANCHORAGE, TP 12 (1EA) ERECTION DETAIL.
INSTALL:
STA. 375+60 CONDUIT, RIGID, 22 IN, 2 @ 10 LF EA (20 LF)
INSTALL:
FLECTRICAL COMMUNICATION BOX. TYPE 5 (1EA) STA 376+60
INSTALL:
PULL BOX, PB-5 (1EA)
INSTALL:
INSTALL: |
CONDUIT, NONMETAL, TP 2,4 IN,2 @ 5 LF EA (10 LF) CONDUIT, RIGID, 2/ IN, 2 @ 5 LF EA (10 LF)
CONDUIT, NONMETAL. TP 2.
4 IN WITH 4-17° HDPE INNERDUCT, 2 @ 5 LF EA (10 LF) SEE NOTE 3 STA. 376+70
OSP F/0, LOOSE TUBE, SINGLE MODE, 144 FIBER (NAVO5-0164) TEST SITE "T5"
OSP F/0. LOOSE TUBE. SINGLE MODE, 144 FIBER (NAV05-0167) INSTALL :
STR SUPPORT FOR OVERHEAD SIGN, TP [ (LS)
/_r-“/o CLOSURE, FDC ( RACK MOUNTED), 24 FIBER (1EA)
TYPE C CABINET (1EA) (MOUNTED ON STR SUPPORT)
\ \ / / SEE TEST SITE STRUCTURE DETAIL SHEETS.
11
o ——— O
STA. 375+25 Lo INSTALL:
f PB CONDUIT, RIGID, 2, IN, 3 @ 5 LF EA (15 LF)
5 OSP F/O CABLE, DROP, MULTIMODE, 12 FIBER (NAV05-0172)
B OSP F/O CABLE, DROP, SINGLE MODE, 6 FIBER (NAVO5-0173)
OSP F/0 CABLE, DROP, SINGLE MODE. 6 FIBER (NAVD5-0174)
SEE NOTE 2 THIS SHEET
INSTALL: A 'ésc?rjé\bh NONMETAL. TP 3, 2 IN (110 LF)
CONDUIT, NONMETAL, TP 2,4 iIN, 2 @ 5 LF £A (10 LF) , L, - CL
CONDUIT. NONMETAL, TP 2, STA 376470
4IN WITH 4-1" HDPE INNERDUCT, 2 @ 5 LF EA (10 LF) SEE NOTE 3 —— | RS
I PULL BOX, PB-5 (1EA)
g - STA. 376+65
— HUB "V X TEST SITE "T4"
/ INSTALL:
A b F/O CLOSURE, FDC (RACK MOUNTED), 24 FIBER (1EA)
< TYPE C CABINET (1EA) (BASE MOUNTED)
INSTALL: /
HUB BUILDING, FULLY OUTFITTED, 16'X 24’ (1EA) INSTALL:
CONDUIT, NONMETAL, TP 2,2 IN, 2 @ 10 LF EA (20 LF)
CONDUIT. NONMETAL, TP 2. 4 IN (i0 LF)
OSP F/0 CABLE, DROP, MULTI MODE, 12 FIBER (NAV05-0169)
, 0SP F/0 CABLE. DROP. SINGLE MODE 6 FIBER (NAV05-0170)
OSP F/0 CABLE, DROP, SINGLE MODE, 6 FIBER (NAV05-0171)
INSTALL: SEE NOTE 1 THIS SHEET
CONDUIT, NONMETAL, TP 2,4 IN,2 @ 5 LF EA (10 LF) NSTALL
CONDUIT, NONMETAL, TP 2, :
4 IN WITH 4-1" HDPE INNERDUCT, 2 @ 5 LF EA (10 LF) SEE NOTE 3 CONDUIT, NONMETAL, TP 2,2 IN (5 LF)
OSP F/0, LOOSE TUBE, SINGLE MODE, 144 FIBER (NAV05-0163) STA 37660
OSP F/0. LOOSE TUBE. SINGLE MODE, 144 FIBER (NAVOS5-0166) INSTALL:
PULL BOX, PB-5 (1EA)
INSTALL:
INSTALL:
CONDUIT, NONMETAL, TP 2, 2 IN (15 LF)
CONDUIT, NONMETAL, TP 2, 4 IN (235 LF) ' ' ;
CONBUIT NONMETAL TP 5'3 IN. 20235 LF EA (470 LF) OSP F/0 CABLE, DROP, SINGLE MODE, 24 FIBER (15 LF)
0SP F/Q CABLE, DROP, MULT! MODE, 12 FIBER (NAVO5-0169)
OSP F/0O CABLE. DROP, SINGLE MODE, 6 FIBER (NAV05-0170)
0SP F/0 CABLE. DROP, SINGLE MODE, 6 FIBER (NAVO5-0171)
SEE NOTE 1 THIS SHEET
INSTALL:
CONDUIT, NONMETAL, TP 2,4 IN,2 @ 5 LF FA (10 LF) g’éffl@bh ONUETAL TP 2.4 IN (250 LE)
CONDUIT, NONMETAL, TP 2.2 IN. 4 @ 5 LF EA (20 LF) , , .
OSP F/O CABLE, DROP, MULTI MODE, 12 FIBER (NAV05-0169) CONDUIT, NONMETAL. TP 2.2 IN, 2 @ 250 LF EA (500 LF)
OSP F/O CABLE, DROP, SINGLE MODE, 6 FIBER (NAV05-0170) OSP F/0 CABLE, DROP, MULTI MODE, 12 FIBER (NAV05-0172)
OSP F/O CABLE, DROP. SINGLE MODE. 6 FIBER (NAVO5-0171) OSP F/0O CABLE, DROP, SINGLE MODE, 6 FIBER (NAV05-0173)
OSP F/Q CABLE. DROP. MULTI MODE, 12 FIBER (NAV05-0172) OSP F/0 CABLE. DROP. SINGLE MODE. 6 FIBER (NAVO5-0174)
OSP F/0 CABLE, DROP, SINGLE MODE, 6 FIBER (NAVO5-0173) SEE NOTE 2 THIS SHEET
OSP F/0 CABLE, DROP, SINGLE MODE, 6 FIBER (NAV05-0174) _
SEE NOTES 1 AND 2 THIS SHEET l(E\IOSNTS\bILT SUCT BANK. TYPE 1
OSP F/0 CABLE, LOOSE TUBE, SINGLE MODE, 144 FIBER (NAV05-0163)
STA 375460 OSP F/0 CABLE. LOOSE TUBE, SINGLE MODE, 144 FIBER (NAVO5-0166)
NSTALL: THE CONTRACTOR SHALL USE THE TRENCHING METHOD ONLY WHEN NOTES:
PULL BOX, PB-5 (1 EA) INSTALLING THIS SEGMENT OF DUCT BANK. —_—
1. THE CONTRACTOR SHALL INSTALL THE CABLES
STA 375461 THAT ARE ROUTED TO THE TYPE C CABINET
NSTALL: TO BE INSTALLED AT STA. 376+65 IN A
ELECTRICAL COMMUNICATION BOX, TYPE 5 (1EA) SINGLE 2" CONDUIT.
2. THE CONTRACTOR SHALL INSTALL THE CABLES
- . THAT ARE ROUTED TO THE TYPE C CABINET
DETAIL A TO BE INSTALLED AT STA. 376+70 ON THE
. OVERHEAD STRUCTURE IN A SINGLE 2" CONDUIT.
HUB Vv 3. INCLUDE THE COST OF 4-1" HDPE INNERDUCT IN
' ” y y THE UNIT BID PRICE FOR CONDUIT, NONMETAL, TYPE 2,4 IN.
TEST SITES "T4'" AND "T5
PROVIDE ALL INNERDUCTS OF THE SAME COLOR.
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